AXE ULTRA SLIM ISOLATING TRANSMITTER

(SSTA/SSTDISSTK/SSTL OPERATION MANUAL) | TERMINAL CONNECTOR ]

[ NAME OF PART]
(Output/Power)
ABS BODY
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*mm._.c INPUT
SSTAINPUT

FRONT COVER SPEC.MARKING
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(SSTK INPUT)
DIN RAIL ADAPTOR

[OUTPUT— -POWER q

(sliell71s]
+ + -
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N IN
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N N EXC
® +1.24V
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IN_EXC N EXC
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mFRONT PANEL CONFIGURATION [ OUTSIDE DIMENSION ]

(with the cover open)

M3 SCREW TERME
N
] AT
O O
[ [
K "ZERQ" adjustable
[l < SPAN" adjustable
102
Y Power LED
= ||
M3 SCREW TERME
o 5
o —>{15<

WIRE
INSERTION ANGLE
:approx.35°

INSERTION ANGLE

. 0
102mm :approx.40

DIN RAIL HOOK

DIN RAIL
35mm wide

<

DIN RAIL ADAPTOR

——

[ INSTALLATION]

oSet the unit so that its DIN rail adapter is at the bottom.

B MOUNTING THE UNIT ON A DIN RAIL
.>n_mv_ﬂ@ jm upper hook at the rear side of unit on the
rail.

oB:Push in the lower in keeping pressing the unit to
the DIN rail.

DIN Rail

[ OUTPUT SWITCHING TABLE ]
(Switching status:1=ON ,0=0FF)

Outputrange | 1-2-3-4-5-6 | 7-8
0~0.5v 0-1-1-1-1-0_ | 1-1
0~1V 1-0-1-1-1-0 | 1-1
0~2V 1-1-0-1-1-0 | 1-1
0~4v 1-1-1-0-1-0 |11
0~5V 1-0-1-0-1-0 ] 1-1
1~5V 1-1-1-0-1-1_ | 1-1
0~6V 1-1-0-0-1-0 | 1-1
0~8v 1-1-1-1-0-0__ |11
0~10V 1-1-0-1-0-0__ | 1-1
2~10V 1-1-1-10-1 |11
0~1mA 0-1-1-11-0_ 100
0~2mA 1-0-1-1-1-0__ ] 0-0
0~5mA 0-1-0-11-0_ 100
1~5mA 1-1-0-1-1-1_]0-0
0~10mA 1-0-1-0-1-0 ] 0-0
2~10mA 1-1-1-0-1-1_ ] 0-0
0~16mA 1-1-1-1-0-0 ] 0-0
0~20mA 1-1-0-1-0-0 ] 0-0
4~20mA 1-1-1-1-0-1_]0-0

B REMOVING THE UNIT

eA:Pull down the DIN rail adaptor using a minus screw- driver.
B:Pull out the lower part of the unit.

oC:Remove the upper part form the DIN rail.
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